1. PROVIDE NEW SQUARE D EDB MAIN BREAKERS.
¥ 2. ALL EQUIPMENT SHOWN ON THIS SHEET IS EXISTING EXCEPT WHAT IS NOTED NEW.
3. PROVIDE #4/0 GROUNDING ELECTRODE CONDUCTOR ATTACHED TO EES AT
GROUND ACCESS WELL. CONNECT TO NEUTRAL BUS & GROUND BUS.
4. SHORT CIRCUIT RATING OF ALL DISTRIBUTION PANEL TVSS'S SHALL BE
100,000 AMPERES.
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